Abstract: Strain is generated in concrete subjected to elevated temperatures owing to the influence of factors such as thermal expansion and design load. Such strains resulting from elevated temperatures and load can significantly influence the stability of a structure during and after a fire. In addition, the lower the water-to-binder (W-B) ratio and the smaller the quantity of aggregates in high-strength concrete, the more likely it is for unstable strain to occur. Hence, in this study, the compressive strength, elastic modulus, and creep behavior were evaluated at target temperatures of 100, 200, 300, 500, and 800 • C for high-strength concretes with W-B ratios of 30%, 26%, and 23%. The loading conditions were set as non-loading and 0.33f cu . It was found that as the compressive strength of the concrete increased, the mechanical characteristics deteriorated and transient creep increased. Furthermore, when the point at which creep strain occurred at elevated temperatures after the occurrence of transient creep was considered, greater shrinkage strain occurred as the compressive strength of the concrete increased. At a heating temperature of 800 • C, the 80 and 100 MPa test specimens showed creep failure within a shrinkage strain range similar to the strain at the maximum load.
Introduction
High-strength concrete (HSC) has a low water-to-binder ratio, which makes its internal structure compact. Therefore, HSC poses a risk of explosive spalling owing to the water vapor pressure that builds up when exposed to elevated temperatures.
Kim, Y.S. and Kim, G.Y. et al. [1] , Xiao et al. [2] , Liu et al. [3] , Peng et al. [4] , and Kalifa et al. [5] reported that polypropylene fibers dispersed in concrete melts at 160-170 • C to form micro and macro channels during fires and dissipate the vapor pressure, which enhances the fire resistive performance of structural concrete members.
Yermak et al. [6] and Khaliq et al. [7] reported that steel fibers present within concrete reduce the initiation and progression of micro-cracks and enhance the tensile strength for resisting the vapor pressure triggered by heating, eventually enhancing fire-resistive performance. Furthermore, Pavel et al. [8] and Kim et al. [9] confirmed that the fire-resistant covering material applied to the surface of a concrete member made from aluminosilicates and bottom ash can delay the heat However, even though explosive spalling is prevented by using the various methods as mentioned above, the mechanical characteristics of concrete can still deteriorate owing to the physical and chemical changes in its internal structure, stemming from elevated temperatures.
Yoon M.H. and Kim, G.Y. et al. [10] , Xu et al. [11] , and Yüzer et al. [12] evaluated the influence of heating temperature on the changes in the mechanical characteristics of concrete. In these studies, the compressive strength or the elastic modulus deteriorated owing to the generation of micro-cracks that are triggered by the thermal decomposition of cement hydrates and the different thermal expansion coefficients of the constituents of the concrete. Such a phenomenon is reportedly prominent at heating temperatures over 500 °C. As described above, the deterioration of mechanical characteristics at elevated temperatures is also an important factor for evaluating concrete at elevated temperature conditions, apart from explosive spalling. Therefore, many researchers evaluated the compressive strength and elastic modulus at elevated temperature under various conditions [13] [14] [15] [16] [17] .
Further, strain characteristics such as high-temperature creep, which is generated under constant stress and elevated temperatures, is another important factor to consider for ensuring the stability of a structure after fire, along with explosive spalling and mechanical characteristics at elevated temperatures. Figure 1 [18] shows the creep strains of concrete at room temperature and elevated temperatures. The creep observed in concrete maintained at a temperature of 700 °C for 5 h was 4.5 times greater than that observed in concrete maintained at room temperature for over a year. As such, the concrete specimen under elevated temperature needs to be evaluated for its strain characteristics, which rapidly increase owing to elevated temperatures and loads. Creep strain of high-strength concrete at ambient and elevated temperatures [18] (fcu: compressive strength; CNU: Chungnam National University in Korea; Modified ACI209 Model: ACI209 model modified with CNU data).
Therefore, in this study, the compressive strength, elastic modulus, thermal strain, total strain, and creep strain of HSC at elevated temperatures were measured to evaluate the influence of the heating temperature and the compressive strength of the concrete on its mechanical characteristics, thermal strain, and creep strain at elevated temperatures, which was not explicitly described in the previous study [18] . Therefore, in this study, the compressive strength, elastic modulus, thermal strain, total strain, and creep strain of HSC at elevated temperatures were measured to evaluate the influence of the heating temperature and the compressive strength of the concrete on its mechanical characteristics, thermal strain, and creep strain at elevated temperatures, which was not explicitly described in the previous study [18] . Tables 1 and 2 present the experimental conditions and concrete mix proportions. For HSC specimens with 30%, 26%, and 23% water-to-binder ratio (W-B), the load was set to 33% of the compressive strength at room temperature (0.33f cu ) to evaluate the compressive strength, elastic modulus, thermal strain, total strain, and transient creep at temperatures of 20, 100, 200, 300, 500, and 800 • C. In addition, under a load of 0.33f cu , the specimens were heated up to 200, 400, 600, and 800 • C, while maintaining the given load and temperatures for 5 h to evaluate the creep strain at elevated temperatures. At the time of the heating experiment, the compressive strength of the concrete specimens at room temperature (f cu ) with W-B ratios of 30%, 26%, the 23% specimens were measured by 74, 80 and 100 MPa, respectively. Furthermore, to evaluate the characteristics of HSC specimens with 30%, 26%, and 23% W-B at elevated temperatures without the occurrence of explosive spalling, nylon fiber-which was reported to be effective against the explosive spalling of concrete in an existing study-was used to prevent explosive spalling [19] .
Experimental Plan

Experimental Conditions
Materials
The physical properties of the materials used in the experiment are listed in Table 3 . Type 1 normal Portland cement, blast furnace slag, and fly ash were used as admixtures. Wash aggregates were used as fine aggregates, while crushed aggregates of granite were used as coarse aggregates.
Furthermore, to prevent the explosive spalling of concrete, nylon fibers with a length of 13 mm, density of 1.10 g/cm 3 , and melting point of 225 • C, were mixed at ratios of 0.045, 0.073, and 0.091 vol%, which are within the mixing range for organic fibers and have a negligible influence on the mechanical performance of concrete at elevated temperatures [5, 13] . 
Specimen Preparation
The ø100 × 200 mm concrete specimens were manufactured in accordance with "ISO 1920-3 Testing of concrete-Part 3: Making and curing test specimens" [20] . The test specimens for measuring compressive strength and elastic modulus at room temperature were cured in 20 ± 2 • C water for 28 days and then evaluated. The heating test specimens were cured under water for 7 days, followed by air dry curing for up to 91 days at a steady temperature and humidity in a chamber set at 20 ± 2 • C, R.H. 50 ± 5%. The upper and lower surfaces of the concrete were smoothly finished with a grinder before the heating test was conducted.
Experimental Method
Heating Apparatus and Method
The experimental apparatus used in this study is shown in Figure 2 . To simultaneously conduct loading and heating, an electric heating furnace was installed on a 2000-kN-scale loading apparatus. During the measurement of the total strain and creep, the loading and maintenance of the load was controlled by a computer-controlled electrohydraulic servo valve and accuracy ±1% pressure cell. 
Specimen Preparation
The ø100 × 200 mm concrete specimens were manufactured in accordance with "ISO 1920-3 Testing of concrete-Part 3: Making and curing test specimens" [20] . The test specimens for measuring compressive strength and elastic modulus at room temperature were cured in 20 ± 2 °C water for 28 days and then evaluated. The heating test specimens were cured under water for 7 days, followed by air dry curing for up to 91 days at a steady temperature and humidity in a chamber set at 20 ± 2 °C, R.H. 50 ± 5%. The upper and lower surfaces of the concrete were smoothly finished with a grinder before the heating test was conducted.
Experimental Method
Heating Apparatus and Method
The experimental apparatus used in this study is shown in Figure 2 . To simultaneously conduct loading and heating, an electric heating furnace was installed on a 2000-kN-scale loading apparatus. During the measurement of the total strain and creep, the loading and maintenance of the load was controlled by a computer-controlled electrohydraulic servo valve and accuracy ±1% pressure cell. In addition, the strain of the specimens during heating was measured by delivering the strain to an external displacement meter with a sensitivity of 1000 × 10 −6 strain/mm via a ø10-mm quartz tube installed at the center of the upper and lower loading jigs. To increase the temperatures on both the inside and outside of the specimen, an indirect heating method, wherein the upper and lower loading jigs were heated, was adopted. In addition, the strain of the specimens during heating was measured by delivering the strain to an external displacement meter with a sensitivity of 1000 × 10 −6 strain/mm via a ø10-mm quartz tube installed at the center of the upper and lower loading jigs. To increase the temperatures on both the inside and outside of the specimen, an indirect heating method, wherein the upper and lower loading jigs were heated, was adopted.
Further, as shown in Figure 3 , the heating was conducted at a rate of 1 • C/min. In particular, based on a previous study [21] , the heating rate was set to 0.77 • C/min in the interval from 0 to 50 • C and in the interval from 50 • C before the target temperature to the target temperature. This was done to ensure that the difference between the internal and external temperatures of the specimen was below 5 • C. Further, as shown in Figure 3 , the heating was conducted at a rate of 1 °C/min. In particular, based on a previous study [21] , the heating rate was set to 0.77 °C/min in the interval from 0 to 50 °C and in the interval from 50 °C before the target temperature to the target temperature. This was done to ensure that the difference between the internal and external temperatures of the specimen was below 5 °C. 
Compressive Strength and Elastic Modulus Measuring Method
The compressive strength of concrete at room temperature was measured in accordance with "ASTM C39 Standard Test Method for Compressive Strength of Cylindrical Concrete Specimens" [22] . High temperature compressive strength was measured after heating to the target temperature in the non-loading and 0.33fcu loading condition.
The elastic modulus of the concrete specimen was calculated by the inclination of the point at 40% of the maximum stress and the point of 0.00005 strain in the stress-strain curve according to "ASTM C469 Standard Test Method for Static Modulus of Elasticity and Poisson's Ratio of Concrete in Compression" [23] . Figure 4 shows the outline for the strain of concrete during heating and loading. The strain of the specimen was calculated by the length of the specimen measured before and during heating according to the following equation.
Strain Measuring Method
where ε denotes the strain, denotes the length of specimen measured during heating, and denotes the length of specimen measured before heating. 
Compressive Strength and Elastic Modulus Measuring Method
The compressive strength of concrete at room temperature was measured in accordance with "ASTM C39 Standard Test Method for Compressive Strength of Cylindrical Concrete Specimens" [22] . High temperature compressive strength was measured after heating to the target temperature in the non-loading and 0.33f cu loading condition.
Strain Measuring Method
where ε denotes the strain, L heat denotes the length of specimen measured during heating, and L 0 denotes the length of specimen measured before heating. The strain measured during heating under the non-loading condition was considered as the thermal strain, while the total strain was considered as the strain that occurred during heating under a load of 0.33f cu [24] . The transient creep was calculated as the difference between the thermal strain and total strain. The strain measured during heating under the non-loading condition was considered as the thermal strain, while the total strain was considered as the strain that occurred during heating under a load of 0.33fcu [24] . The transient creep was calculated as the difference between the thermal strain and total strain.
The creep at elevated temperatures was considered as the strain generated 300 min after reaching the target temperature, under a load of 0.33fcu prior to heating. The final strain was calculated by adding the creep, which was measured when a constant temperature was maintained, to the total strain, which was measured during the time of increasing temperature. The definitions of the items for evaluating strains are expressed as follows:
where denotes the total strain, denotes the thermal strain, denotes the transient creep, denotes the final strain, and denotes the creep strain at elevated temperatures. Figure 5 shows the stress-strain relationship of HSC at elevated temperatures. At heating temperatures 100, 200, and 300 °C, the stress-strain curve showed a linear relationship, regardless of the compressive strength and loading condition of the concrete.
Results and Discussion
Stress-Strain Relation of HSC at Elevated Temperature
At a heating temperature of 500 °C under the non-loading condition, compared to the case of heating up to 300 °C, the gradient of the stress-strain curve decreased, and the strains of the 70-, 80-, and 100-MPa specimens at the maximum stress were measured as 0.0069, 0.0070, and 0.0079, respectively. In addition, at a heating temperature of 800 °C, all three specimens showed strain at a peak stress above 0.0100, thus significantly decreasing the gradient of the stress-strain curve.
Under a load of 0.33fcu, the strains at peak stress for the 70-, 80-, and 100-MPa specimens at 500 °C were 0.0024, 0.0026, and 0.0029, respectively. This confirmed that the strain at peak stress considerably decreases while the maximum stress increases, compared to the non-loading condition. Meanwhile, at 800 °C, the trends in terms of the increasing maximum stress as well as the decreasing strain at the peak stress due caused by loading could not be confirmed. The 70-MPa specimen showed a similar trend to the 500 °C case. However, the 80-MPa specimen showed a maximum stress that was considerably low, and the 100 MPa specimen failed during heating. The creep at elevated temperatures was considered as the strain generated 300 min after reaching the target temperature, under a load of 0.33f cu prior to heating. The final strain was calculated by adding the creep, which was measured when a constant temperature was maintained, to the total strain, which was measured during the time of increasing temperature. The definitions of the items for evaluating strains are expressed as follows:
where ε tot denotes the total strain, ε th denotes the thermal strain, ε tr denotes the transient creep, ε f . denotes the final strain, and ε hc denotes the creep strain at elevated temperatures. Figure 5 shows the stress-strain relationship of HSC at elevated temperatures. At heating temperatures 100, 200, and 300 • C, the stress-strain curve showed a linear relationship, regardless of the compressive strength and loading condition of the concrete.
Results and Discussion
Stress-Strain Relation of HSC at Elevated Temperature
At a heating temperature of 500 • C under the non-loading condition, compared to the case of heating up to 300 • C, the gradient of the stress-strain curve decreased, and the strains of the 70-, 80-, and 100-MPa specimens at the maximum stress were measured as 0.0069, 0.0070, and 0.0079, respectively. In addition, at a heating temperature of 800 • C, all three specimens showed strain at a peak stress above 0.0100, thus significantly decreasing the gradient of the stress-strain curve.
Under a load of 0.33f cu , the strains at peak stress for the 70-, 80-, and 100-MPa specimens at 500 • C were 0.0024, 0.0026, and 0.0029, respectively. This confirmed that the strain at peak stress considerably decreases while the maximum stress increases, compared to the non-loading condition. Meanwhile, at 800 • C, the trends in terms of the increasing maximum stress as well as the decreasing strain at the peak stress due caused by loading could not be confirmed. The 70-MPa specimen showed a similar trend to the 500 • C case. However, the 80-MPa specimen showed a maximum stress that was considerably low, and the 100 MPa specimen failed during heating. Figure 6 shows the compressive strength and elastic modulus of HSC at elevated temperatures. Under a non-loading condition, the compressive strength decreased to approximately 55-63% of the compressive strength at room temperature at a heating temperature of 100 °C, regardless of the W-B ratio of the concrete. This is due to the microcracks generated within the concrete, the evaporation of moisture inside the specimen, and the vapor pressure that followed this, as reported in existing studies [4, 10, 11, 18] . In the heating temperature range of 200-300 °C, the increase in thermal stress by heating and the hydration of unhydrated materials triggered by the hot and pressurized vapor [11] caused the compressive strength to increase again up to 80-110% of the compressive strength at room temperature. Figure 6 shows the compressive strength and elastic modulus of HSC at elevated temperatures. Under a non-loading condition, the compressive strength decreased to approximately 55-63% of the compressive strength at room temperature at a heating temperature of 100 • C, regardless of the W-B ratio of the concrete. This is due to the microcracks generated within the concrete, the evaporation of moisture inside the specimen, and the vapor pressure that followed this, as reported in existing studies [4, 10, 11, 18] . In the heating temperature range of 200-300 • C, the increase in thermal stress by heating and the hydration of unhydrated materials triggered by the hot and pressurized vapor [11] Figure 7a shows the mercury intrusion porosimetry (MIP) measurement results at heating temperatures above 300 °C, thermal decomposition of cement hydrates including the calcium silicate hydrate (CSH) phase, and microcracks generated by the differential thermal expansions of the aggregates and pore expansion caused by cement paste within the concrete. In addition, damage to the cement matrix is also observed in the scanning electron microscope (SEM) measurement results shown in Figure 7b . Therefore, the strength constantly decreased. Figure 7a shows the mercury intrusion porosimetry (MIP) measurement results at heating temperatures above 300 • C, thermal decomposition of cement hydrates including the calcium silicate hydrate (CSH) phase, and microcracks generated by the differential thermal expansions of the aggregates and pore expansion caused by cement paste within the concrete. In addition, damage to the cement matrix is also observed in the scanning electron microscope (SEM) measurement results shown in Figure 7b . Therefore, the strength constantly decreased.
Compressive Strength and Elastic Modulus
Under a load of 0.33f cu , the compressive strength at elevated temperatures was greater than that under the non-loading condition, regardless of the W-B ratio of the concrete. This is because the generation and expansion of internal cracks triggered by the expansion of aggregates, known as the major cause of the strength degradation caused by high temperature, are alleviated by the compressive stress caused by the load [25, 26] .
However, at a heating temperature of 800 • C, the 80 MPa specimen showed lower compressive strength than that under the non-loading condition, while the 100 MPa specimen failed before its compressive strength could be measured. To further explain the cause of failure, the amount of relative loading changes with the changes in the heating temperature as well as the compressive strength were compared, as shown in Figure 8 . Although the load was 0.33f cu prior to heating, the relative ratio of loading increased owing to the decrease in compressive strength caused by the increasing temperature. Furthermore, the higher the strength of the concrete, the more the compressive strength was likely to decrease. Therefore, the rate of relative loading was confirmed to be higher. At a heating temperature of 800 • C, the 80 MPa specimen showed lower compressive strength than that observed under the non-loading condition, while the 100 MPa specimen failed before its compressive strength could be measured because of the loading weight. Figure 7a shows the mercury intrusion porosimetry (MIP) measurement results at heating temperatures above 300 °C, thermal decomposition of cement hydrates including the calcium silicate hydrate (CSH) phase, and microcracks generated by the differential thermal expansions of the aggregates and pore expansion caused by cement paste within the concrete. In addition, damage to the cement matrix is also observed in the scanning electron microscope (SEM) measurement results shown in Figure 7b . Therefore, the strength constantly decreased. Under a load of 0.33fcu, the compressive strength at elevated temperatures was greater than that under the non-loading condition, regardless of the W-B ratio of the concrete. This is because the generation and expansion of internal cracks triggered by the expansion of aggregates, known as the major cause of the strength degradation caused by high temperature, are alleviated by the compressive stress caused by the load [25, 26] .
However, at a heating temperature of 800 °C, the 80 MPa specimen showed lower compressive strength than that under the non-loading condition, while the 100 MPa specimen failed before its compressive strength could be measured. To further explain the cause of failure, the amount of relative loading changes with the changes in the heating temperature as well as the compressive strength were compared, as shown in Figure 8 . Although the load was 0.33fcu prior to heating, the relative ratio of loading increased owing to the decrease in compressive strength caused by the increasing temperature. Furthermore, the higher the strength of the concrete, the more the compressive strength was likely to decrease. Therefore, the rate of relative loading was confirmed to be higher. At a heating temperature of 800 °C, the 80 MPa specimen showed lower compressive strength than that observed under the non-loading condition, while the 100 MPa specimen failed before its compressive strength could be measured because of the loading weight. As shown in Figure 6b , the value of the elastic modulus constantly decreased as the heating temperature increased. Similar to compressive strength at elevated temperatures, the value of the elastic modulus under the loading condition was higher, than that under the non-loading condition. Further, the higher the strength of the concrete, the ratio of the cement matrix that had a large influence on the strength was higher than that of the aggregate. Therefore, by thermal decomposition of the cement matrix, the more likely it is for the elastic modulus to decrease with increasing temperature, although the difference was not significant. Figure 9 shows the thermal expansion strain and the total strain with respect to the heating temperature. The thermal expansion strain of the HSC as measured under the non-loading condition, at heating temperatures below 600 °C, exhibited values similar to those of Eurocode [27] and Kodur's model [14] , irrespective of the compressive strength of the concrete. However, at heating temperatures above 600 °C, the results of this study and Kodur's model converged to 0.012, while the results from Eurocode converged to 0.014 at 700 °C. Therefore, at heating temperatures above 600 °C, Eurocode modeled the thermal expansion deformation more or less excessively. As shown in Figure 6b , the value of the elastic modulus constantly decreased as the heating temperature increased. Similar to compressive strength at elevated temperatures, the value of the elastic modulus under the loading condition was higher, than that under the non-loading condition. Further, the higher the strength of the concrete, the ratio of the cement matrix that had a large influence on the strength was higher than that of the aggregate. Therefore, by thermal decomposition of the cement matrix, the more likely it is for the elastic modulus to decrease with increasing temperature, although the difference was not significant. Figure 9 shows the thermal expansion strain and the total strain with respect to the heating temperature. The thermal expansion strain of the HSC as measured under the non-loading condition, at heating temperatures below 600 • C, exhibited values similar to those of Eurocode [27] and Kodur's model [14] , irrespective of the compressive strength of the concrete. However, at heating temperatures above 600 • C, the results of this study and Kodur's model converged to 0.012, while the results from Eurocode converged to 0.014 at 700 • C. Therefore, at heating temperatures above 600 • C, Eurocode modeled the thermal expansion deformation more or less excessively. Under a load of 0.33fcu, the total exhibited showed abrupt shrinkage at a heating temperature of 600 °C. Furthermore, the shrinkage strain increased as the compressive strength of the concrete increased. This is because the relative ratio of the loaded weight increases as the deterioration in compressive strength increases, owing to the elevated temperature when the compressive strength of concrete increases, as explained in Figure 7 . Figure 10 shows the transient creep according to the compressive strength of concrete and the heating temperature. Sadaoui et al. [28] reported that transient creep occurs owing to thermomechanical interaction in concrete exposed to elevated temperatures, which influences the rapid strain behavior of concrete at elevated temperatures. In this study, in all the specimens, the shrinkage strain increased as the heating temperature increased, and the increment was rapid within the temperature range of 500-600 °C. This is caused by the internal cracks that are generated owing to rapid expansion, which is triggered by the phase variation (at approximately 570 °C) of quartz included within the aggregates [29, 30] . In addition, because the relative ratio of load increased, the amount of shrinkage increased as the compressive strength of concrete further increased. Under a load of 0.33f cu , the total exhibited showed abrupt shrinkage at a heating temperature of 600 • C. Furthermore, the shrinkage strain increased as the compressive strength of the concrete increased. This is because the relative ratio of the loaded weight increases as the deterioration in compressive strength increases, owing to the elevated temperature when the compressive strength of concrete increases, as explained in Figure 7 . Figure 10 shows the transient creep according to the compressive strength of concrete and the heating temperature. Sadaoui et al. [28] reported that transient creep occurs owing to thermo-mechanical interaction in concrete exposed to elevated temperatures, which influences the rapid strain behavior of concrete at elevated temperatures. In this study, in all the specimens, the shrinkage strain increased as the heating temperature increased, and the increment was rapid within the temperature range of 500-600 • C. This is caused by the internal cracks that are generated owing to rapid expansion, which is triggered by the phase variation (at approximately 570 • C) of quartz included within the aggregates [29, 30] . In addition, because the relative ratio of load increased, the amount of shrinkage increased as the compressive strength of concrete further increased. Under a load of 0.33fcu, the total exhibited showed abrupt shrinkage at a heating temperature of 600 °C. Furthermore, the shrinkage strain increased as the compressive strength of the concrete increased. This is because the relative ratio of the loaded weight increases as the deterioration in compressive strength increases, owing to the elevated temperature when the compressive strength of concrete increases, as explained in Figure 7 . Figure 10 shows the transient creep according to the compressive strength of concrete and the heating temperature. Sadaoui et al. [28] reported that transient creep occurs owing to thermomechanical interaction in concrete exposed to elevated temperatures, which influences the rapid strain behavior of concrete at elevated temperatures. In this study, in all the specimens, the shrinkage strain increased as the heating temperature increased, and the increment was rapid within the temperature range of 500-600 °C. This is caused by the internal cracks that are generated owing to rapid expansion, which is triggered by the phase variation (at approximately 570 °C) of quartz included within the aggregates [29, 30] . In addition, because the relative ratio of load increased, the amount of shrinkage increased as the compressive strength of concrete further increased. Figure 11 shows the creep behavior of HSC at elevated temperatures, measured while maintaining the load and heating temperature. At heating temperatures of 200, 400, and 600 • C, the respective creeps were −0.0040, −0.007 to −0.010, and −0.0045, showing no significant difference according to the compressive strength of concrete. In addition, the results were similar to those obtained using the Anderberg model proposed in previous studies [31, 32] .
Thermal Expansion and Total Strain
High Temperature Creep and Final Strain
Meanwhile, at a heating temperature of 800 • C, the 70 MPa specimen showed a significant increase in shrinkage strain, reaching a value of approximately −0.004, 300 min after the measurement. However, the 80 MPa and 100 MPa specimens reached failure before their creep could be measured. Figure 11 shows the creep behavior of HSC at elevated temperatures, measured while maintaining the load and heating temperature. At heating temperatures of 200, 400, and 600 °C, the respective creeps were −0.0040, −0.007 to −0.010, and −0.0045, showing no significant difference according to the compressive strength of concrete. In addition, the results were similar to those obtained using the Anderberg model proposed in previous studies [31, 32] .
Meanwhile, at a heating temperature of 800 °C, the 70 MPa specimen showed a significant increase in shrinkage strain, reaching a value of approximately −0.004, 300 min after the measurement. However, the 80 MPa and 100 MPa specimens reached failure before their creep could be measured. Unlike the trend in which the amount of shrinkage relatively increased at elevated temperatures along with an increase in the compressive strength of concrete, the creep was similar regardless of the compressive strength of the concrete within the heating temperature range of 200-600 °C. This can be explained as the final strain, which reflects the creep after the total strain. As shown in Figure  12 , a greater shrinkage strain was observed as the compressive strength of concrete increased. In particular, at a heating temperature of 600 °C, the shrinkage strains of the 70, 80, and 100 MPa specimens were 0.0036, 0.0010, and −0.0005, respectively, thereby clearly confirming the increasing trend of shrinkage strain with the increase in the compressive strength of concrete. Therefore, although the creep was similar regardless of the compressive strength, because the transient creep becomes larger as the compressive strength of concrete increases, a larger shrinkage strain was observed. Unlike the trend in which the amount of shrinkage relatively increased at elevated temperatures along with an increase in the compressive strength of concrete, the creep was similar regardless of the compressive strength of the concrete within the heating temperature range of 200-600 • C. This can be explained as the final strain, which reflects the creep after the total strain. As shown in Figure 12 , a greater shrinkage strain was observed as the compressive strength of concrete increased. In particular, at a heating temperature of 600 • C, the shrinkage strains of the 70, 80, and 100 MPa specimens were 0.0036, 0.0010, and −0.0005, respectively, thereby clearly confirming the increasing trend of shrinkage strain with the increase in the compressive strength of concrete. Therefore, although the creep was similar regardless of the compressive strength, because the transient creep becomes larger as the compressive strength of concrete increases, a larger shrinkage strain was observed. At a heating temperature of 800 °C-except for the 70 MPa specimen, which showed a strain of −0.0075-the 80 and 100 MPa specimens reached failure at strains of −0.0098 and −0.0155, respectively, which are similar to or slightly higher than −0.011 to −0.012, which were the strains measured at the maximum load during the measurement of compressive strength. Therefore, it was found that a greater shrinkage strain occurs owing to heating and loading as the compressive strength of concrete increases, and that failure can occur owing to creep, once this shrinkage strain reaches the fracture strain of concrete.
In some existing studies [31, 32] , the creep of concrete at elevated temperatures is simply expressed as the creep value according to time. However, as shown by the results of this study, in order to evaluate the strain behavior of concrete at elevated temperatures, in addition to the creep at elevated temperatures, the transient creep at the interval of rising temperatures should be considered for the evaluation of the final strain.
Conclusions
1. In this study, transient creep, which is generated upon heating an HSC specimen loaded with a predetermined amount of load (0.33fcu), and creep at elevated temperatures, which is generated upon maintaining a certain level of temperature for a certain amount of time, were measured in order to understand the strain behavior that occurs in HSC at loaded and heated conditions. 2. Within the scope of this study, the amount of creep of HSC at elevated temperatures showed similar results at respective heating temperature levels, regardless of the compressive strength. However, when the point at which creep occurs at elevated temperatures after the occurrence of At a heating temperature of 800 • C-except for the 70 MPa specimen, which showed a strain of −0.0075-the 80 and 100 MPa specimens reached failure at strains of −0.0098 and −0.0155, respectively, which are similar to or slightly higher than −0.011 to −0.012, which were the strains measured at the maximum load during the measurement of compressive strength. Therefore, it was found that a greater shrinkage strain occurs owing to heating and loading as the compressive strength of concrete increases, and that failure can occur owing to creep, once this shrinkage strain reaches the fracture strain of concrete.
1.
In this study, transient creep, which is generated upon heating an HSC specimen loaded with a predetermined amount of load (0.33f cu ), and creep at elevated temperatures, which is generated upon maintaining a certain level of temperature for a certain amount of time, were measured in order to understand the strain behavior that occurs in HSC at loaded and heated conditions.
2.
Within the scope of this study, the amount of creep of HSC at elevated temperatures showed similar results at respective heating temperature levels, regardless of the compressive strength. However, when the point at which creep occurs at elevated temperatures after the occurrence of transient creep was considered, a larger shrinkage strain was observed as the compressive strength of concrete increased. 3.
At a heating temperature of 800 • C, the 80 and 100 MPa specimens reached failure when their final strains were similar to or slightly higher than the strain at the maximum load during the measurement of compressive strength at 800 • C. Therefore, it was found that as the compressive strength of concrete increases, an even larger shrinkage strain occurs owing to heating and loading, which in turn can lead to creep failure during heating. 4 .
In order to guarantee the strain stability of a structure made of HSC during and after a fire, the destruct limit state, thermal expansion in all heating segments, total strain, transient creep, and creep of concrete at elevated temperature should be considered.
